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MECHANICAL GENERAL NOTES:

1. MECHANICAL CONTRACTOR SHALL COORDINATE WITH THE ELECTRICAL
CONTRACTOR FOR ALL ELECTRICAL POWER REQUIREMENTS.

2. THESE CONSTRUCTION DRAWINGS ARE DIAGRAMMATIC, AND DO NOT
NECESSARILY REFLECT ACTUAL DIMENSIONS. IT IS THE RESPONSIBILITY
OF THE CONTRACTOR TO FIELD—-VERIFY ALL DIMENSIONS AND
COORDINATE PLACEMENT OF ALL EQUIPMENT AND ROUTING OF ALL

PIPING AND/OR DUCT SYSTEMS.

MECHANICAL KEYED NOTES:

(E)TRANSFORMER

MECHANICAL FLOOR PLAN - PAUL BROWN LC

SCALE:

1/4" = 1-0"

(1) INSULATE AND PROVIDE ALUMINUM JACKETING ON OUTDOOR PIPING.
REFER TO SPECIFICATIONS.

@ PROVIDE NEW CHW S/R PIPING AT EXISTING SIZE AND CONNECT TO
EXISTING PIPING. RE:4/M2.1 FOR PARTIAL PIPING DIAGRAM.

(3) VERIFY AIRFLOW AND SERVICE CLEARANCES WITH MANUFACTURER.
COORDINATE WITH OTHER TRADES NOT TO OBSTRUCT.

(4) INSTALL NEW CHILLER ON EXISTING CONCRETE PAD. EXTEND EXISTING
CONCRETE PAD AS REQUIRED TO ACCOMMODATE NEW CHILLER.

@'PRUWUE‘NEW‘VERTTCNTNUNE‘PUMPTREFER‘TO‘DEWSTNSWITNEW

—PUMP—ON—EXISHNG—CONGRETE—HOUSEKEERING—PAD—

@ POWER CONNECTION FOR NEW CHILLER SHALL BE AT THIS END, SAME
LOCATION AS DEMOLISHED CHILLER.

Project No: 2022-01678-00

Drawn By: BB

Checked By: VP

Date: 05-16-2022

Revision Dates:

CONSULTANTS

MEP ENGINEERS

SALAS O'BRIEN

10930 W. SAM HOUSTON PKWY N., SUITE 900
HOUSTON, TX 77064

OFFICE: 281-664-1900

FAX: 281-664-1912

& SALASOBRIEN
onll

| expect a difference |

10930 W. Sam Houston Parkway N., Suite 900
Houston, Texas 77064
281.664.1900 | Registration No. F-4111

Project No. 2022-01678-00

BEAUMONT INDEPENDENT
SCHOOL DISTRICT
HVAC UPGRADES PART 2

BEAUMONT INDEPENDENT
SCHOOL DISTRICT

BRADLEY KALMANS 2

oooooooooooooooooo:oog

o, 80219 oo

()
070.%.< Q
o.mé\s.. /C.\E N?@.og\i.:

MECHANICAL FLOOR
PLAN - PAUL BROWN LC

M1.1



AutoCAD SHX Text
(E)TRANSFORMER

AutoCAD SHX Text
(E)B-1

AutoCAD SHX Text
(E)B-2

AutoCAD SHX Text
(E)HWP-1

AutoCAD SHX Text
(E)CHWP-1

AutoCAD SHX Text
(E)CHWP-2

AutoCAD SHX Text
(E)STORAGE TANK

AutoCAD SHX Text
(E)MAKEUP WATER

AutoCAD SHX Text
(E)DPL PANEL

AutoCAD SHX Text
(E)CHILLED WATER EXPANSION TANK

AutoCAD SHX Text
(E)HOT WATER EXPANSION TANK

AutoCAD SHX Text
(E)CHEMICAL FEEDER

AutoCAD SHX Text
(E)BYPASS

AutoCAD SHX Text
CHWP-3

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
CH-1

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
VFD CHWP-3

AutoCAD SHX Text
6"CHWR

AutoCAD SHX Text
6"CHWS

AutoCAD SHX Text
6

AutoCAD SHX Text
MECHANICAL KEYED NOTES: INSULATE AND PROVIDE ALUMINUM JACKETING ON OUTDOOR PIPING. REFER TO SPECIFICATIONS.  PROVIDE NEW CHW S/R PIPING AT EXISTING SIZE AND CONNECT TO EXISTING PIPING. RE:4/M2.1 FOR PARTIAL PIPING DIAGRAM. VERIFY AIRFLOW AND SERVICE CLEARANCES WITH MANUFACTURER. COORDINATE WITH OTHER TRADES NOT TO OBSTRUCT. INSTALL NEW CHILLER ON EXISTING CONCRETE PAD. EXTEND EXISTING CONCRETE PAD AS REQUIRED TO ACCOMMODATE NEW CHILLER.  PROVIDE NEW VERTICAL INLINE PUMP. REFER TO DETAILS. INSTALL NEW PUMP ON EXISTING CONCRETE HOUSEKEEPING PAD. POWER CONNECTION FOR NEW CHILLER SHALL BE AT THIS END, SAME LOCATION AS DEMOLISHED CHILLER.  

AutoCAD SHX Text
MECHANICAL GENERAL NOTES: 1. MECHANICAL CONTRACTOR SHALL COORDINATE WITH THE ELECTRICAL MECHANICAL CONTRACTOR SHALL COORDINATE WITH THE ELECTRICAL CONTRACTOR FOR ALL ELECTRICAL POWER REQUIREMENTS.  2. THESE CONSTRUCTION DRAWINGS ARE DIAGRAMMATIC, AND DO NOT THESE CONSTRUCTION DRAWINGS ARE DIAGRAMMATIC, AND DO NOT NECESSARILY REFLECT ACTUAL DIMENSIONS. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO FIELD-VERIFY ALL DIMENSIONS AND COORDINATE PLACEMENT OF ALL EQUIPMENT AND ROUTING OF ALL PIPING AND/OR DUCT SYSTEMS.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
80219

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
P

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
A

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
X

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
BRADLEY KALMANS

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1

AutoCAD SHX Text
%%uMECHANICAL FLOOR PLAN - PAUL BROWN LC

alan.penn
Line

alan.penn
Line

alan.penn
Line

alan.penn
Line

alan.penn
Line

alan.penn
Line

alan.penn
Line

alan.penn
Line

alan.penn
Cloud


